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USER INSTRUCTIONS

•The installation of the unit must be done by a qualified electrician.
•The unit must be earthed in case an earth connecting point exists.
•Ensure that the mains is switched off during servicing.
•Do not use bulb(s) bigger than the indicated on units name-plate or packaging.
•Ensure that after the installation, the unit is properly fixed and the cable clamps (if exist) are well tightened.
•Manufacturer will not accept liability for injury or damage resulting from incorrect use or installation
•The unit is not intended to operate in loop connection.
•Wall plugs and terminals are not included. 

INSTALLATION INSTRUCTIONS FOR LUMINAIRE FIXUS IP54
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2 Bend the springs up and insert the luminaire into the ceilingInstallation

1. Make hole pattern on ceiling

2.Make wiring connections

3 Fit the lamp to lampholder.
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4 Adjust the cover cap on ceiling 

IP54

CAUTION
Replace any cracked shield

ATTENTION!

DO NOT TOUCH THE PROTECTIVE SHIELD 

HOT SURFACE


